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Abstract 
This paper contains an investigation into sympathetic tripping - the undesirable disconnection of Distributed Generators (DGs) 
(in accordance with the recently-introduced G83/2 undervoltage protection) when a network fault occurs in the vicinity of the 
DG and is not cleared quickly enough by the network protection LHEHIRUH WKH'*¶V undervoltage protection operates).  An 
evaluation of the severity of and proposal of solutions to the problem of sympathetic tripping on a typical UK distribution power 
network is presented.  An inverter model (as the majority of DGs will be inverter-interfaced) that characterises the fault response 
of the inverter and its associated protection functions has been developed for use in simulation through exhaustive laboratory 
testing of a commercially-available 3 kW inverter for DG application; the observed responses have been modelled and 
incorporated in a power system simulation package.  It is shown, when using presently-adopted DG interface and network 
protection settings, that the risk of sympathetic tripping is high in several future scenarios.  To mitigate this risk, the impact of 
modifying network protection settings is evaluated.  This paper has two key findings ± determination of the conditions at which 
the risk of sympathetic tripping is high and evaluation of a technique to mitigate this risk.   
1 Introduction 
The number of DGs connected to power systems is increasing.  In the European Union, there is a 2020 target of 20% of final 
energy consumption from renewable sources [1] and a target to reduce greenhouse gases from energy production by 80-95% by 
2050 [2].   Attractive feed in tariffs for small scale renewables have also resulted in a significant increase in the number of small 
scale DG installations in the UK in recent years [3].  The trend of increased connections of DGs is likely to continue in the 
future.  The majority of modern DGs connected to the power system are inverter-interfaced i.e. nearly all photovoltaics, most 
modern fully converter-interfaced wind turbines and nearly all emerging wave and tidal power technologies [4].  The connection 
of DGs has the potential to create problems for power system protection.  Reported problems include protection grading failure 
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[5, 6], unwanted islanding [7, 8] and sympathetic tripping [9, 10].  The severity of these problems is likely to increase as 
Distributed Generation proliferates in future.  This paper focuses on the particular problem of sympathetic tripping. 
 
Sympathetic tripping is widely quoted as representing a challenge for protection of networks with DGs [11-13].  However, there 
appears to be a lack of objective and quantitative studies of this problem.  This paper addresses this shortcoming in the literature 
by simulating conditions that may lead to sympathetic tripping on a UK power network with great accuracy, using 
experimentally-derived and validated models.  The premise of the sympathetic tripping problem is illustrated in Fig. 1.  If the 
fault on feeder 2 results in a voltage of 80% or less at the terminals of the inverters on the 400 V network and the fault on feeder 
2 is isolated with a delay of longer than 0.5 s from fault inception to clearance, then the DG interface protection will trip 
according to the undervoltage requirements specified in the Engineering Recommendation (EREC) G83/2 [14].     
 
 
Fig. 1 Simplified distribution network with DG at risk of sympathetic tripping 
 
G83/2 [14] applies to electrical sources rated up to and including 3.68 kW, connected in a single-phase configuration, and up to 
and including 11.04 kW for three phase connections (ratings based on a nominal phase-earth voltage of 230 V). G83/2 states that 
DG units must remain connected for 0.5 s when the measured phase-phase voltage is less than 80% of nominal, and must remain 
FRQQHFWHGRU³ULGH-WKURXJK´IRUDGXUDWLRQRI2.5 s when the measured voltage lies between 80% and 87% of nominal.  In the 
UK there are three other publications that prescribe inverter fault operation, the EREC G59/3 [15], the UK Distribution Code 
[16] and the UK Grid Code [17].  G59/3 applies to higher capacity DG (3.68-17 kW per phase or 11.04-50 kW three phase), 
however, the undervoltage requirements specified in G59/3 are the same as G83/2 so the findings presented in this paper are 
applicable to DG installations up to 17 kW single-phase or 50 kW three phase.  In the event of conflict between the ERECs and 
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the Distribution/Grid Code, the Distribution/Grid Code supersedes the ERECs.  However, with regards to the undervoltage 
protection requirements evaluated and reported upon in this paper there is no conflict.     
 
This paper builds on the work of [9] by evaluating the response of a single-phase 3 kW inverter to faults in a laboratory 
environment (section 2).  The observed responses have subsequently been used to create a model of the inverter within the 
PSCAD simulation package [18]; this allows the behaviour of several small inverter installations to be characterised accurately.  
The 11/0.4 kV power system within which the inverters are modelled reflects an actual UK power network, with the network 
data and protection settings being supplied by a UK DNO (section 3).  A solution to the problem of sympathetic tripping by 
modifying existing network protection settings is then presented (section 7). 
2 Laboratory testing of inverter  
In the laboratory experiments, faults have been placed on to the power system in the vicinity of the inverter; the magnitude of the 
voltage depression at the inverter¶V terminals was controlled using a fault thrower and a voltage divider implemented using an 
inductor bank as shown in Fig. 2.   
 
Fig. 2 Experimental arrangement to test inverter¶V response to network faults 
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Several experiments were conducted, with terminal voltages of 0.83 pu, 0.66 pu, 0.47 pu, 0.22 pu and 0.15 pu as a consequence 
of local faults being synthesised DW WKH LQYHUWHU¶V WHUPLQDOV XVLQJ WKH YROWDJH GLYLGHU DUUDQJHPHQW As one would expect, the 
LQYHUWHU¶VIDXOWFXUUHQWFRQWULEXWLRQYDULHVLQWHUPVRIERWKPDJQLWXGHDQGphase as the impedance to the fault is varied (as shown 
in Fig. 3).  It is interesting to note that the fault current magnitude and phase angle do not remain constant during the fault, as 
evidenced E\WKHLQYHUWHU¶VUHVSRQVHWRfaults causing voltages of 0.22 pu and 0.15 pu DWWKHLQYHUWHU¶VWHUPLQDODVVKRZQLQWKH
final two graphs in Fig. 3).  At these terminal voltages, the phase angle between the supplied voltage and current is larger than 
for the higher voltages of 0.83 pu, 0.66 pu and 0.47 pu.  Without having access to the confidential software controlling the 
LQYHUWHU¶V IDXOW UHVSRQVH, the authors can only speculate on the behaviour of the inverter at voltages 0.22 pu and 0.15 pu.  
However, it is probable that the phase locked loop in the inverter may be maloperating due to the low magnitude of the system 
voltage that is used as a reference. 
 
The maximum recorded fault current from the inverter was 1.08 pu rms when the terminal voltage level was 0.15 pu (on a 3 kW 
and 230 V rms base).  This is lower than that suggested by the majority of the literature: for example, [19] suggests 2 pu fault 
current could be supplied by a 3-phase 15 kVA inverter-interfaced DG, [20] states that 2 pu LVW\SLFDODVD³UXOHRIWKXPE´IRU
industry, but records a 4-5 pu fault current in a laboratory test of an inverter and [21] states that 1.6 pu is typical for inverters 
employed in shipboard applications.  The authors can only speculate on the difference between the recorded results and the 
results in the literature; however it may be due to the nature of the inverter application.  Higher rated semiconductor switches 
capable of withstanding fault currents greater than the rating of the inverter tend to be more expensive.  It is therefore 
economically inadvisable to design the inverter to be capable of producing fault currents far in excess of its rating.  Many of the 
fault tests in the literature are performed on specialised inverter equipment that may be overrated for shipboard [21] or research 
applications [19].   
 
$VWKH LQYHUWHU WHUPLQDOYROWDJHGHFUHDVHVDVZRXOGEH WKHFDVH IRU IDXOWVSURJUHVVLYHO\FORVHU WR WKH LQYHUWHU¶V ORFDWLRQ  the 
fault current supplied by the inverter increases.  It can be observed from Fig. 3 WKDWWKHUHDFWLYHFRPSRQHQWRIWKHLQYHUWHU¶VIDXOW
contribution becomes more significant at lower voltages.  To investigate the degree to which the inverter¶VFRQWURODQGSURWHFWLRQ
functions comply with G83/2 XQGHUYROWDJHUHTXLUHPHQWVWKHLQYHUWHUWHUPLQDOYROWDJHDQGWKHGXUDWLRQRIWKHLQYHUWHU¶VVXSSO\
of fault FXUUHQWRU³FRQQHFWLRQWLPH´DWHDFKYROWDJHOHYHOZHUHUHFRUGHG,WFDQEHVHHQWKDWDWORZYROWDJHVWKHLQYHUWHUWHQGV  
to disconnect faster than the 0.5s requirement in G83/2. 
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Fig. 3 ,QYHUWHU¶Vfault response during network faults 
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The inverter manufacturer advised that the inverter must turn off quickly to avoid internal damage when severe undervoltages are 
encountered.  This safety mechanism prevents the inverter from complying with G83/2 when the voltage is particularly 
depressed (this can be observed in Fig. 3 at voltage 0.22 pu and 0.15 pu).  The inverter manufacturer also confirmed that the 
inverter will not produce higher than 1.2 pu fault current, even for a bolted short circuit at the inverter terminals.  Based on this 
information, the inverter fault response was approximated as shown in Fig. 4 for subsequent use in simulation.  Fig. 4 shows the 
maximum recorded fault current and the corresponding inverter terminal voltage for each fault test.  It is assumed that the 
inverter transits from being compliant with G83/2 to being non-compliant at the midpoint between data point (0.22, 0.98) and 
(0.47, 0.68), corresponding to a voltage of 0.35 pu.  The phase angle between voltage and current for WKHLQYHUWHU¶VIDXOWUHVSRQVH
was simulated as the averaged phase angle over the duration of the fault as shown in Fig. 3. 
 
 
Fig. 4 Modelled inverter fault response 
 
The laboratory inverter fault tests were repeated in simulation to evaluate the fidelity of the simulated inverter model.  For 
comparison, the simulated inverter fault response and the laboratory fault response are shown in Fig. 5 (for a fault resulting in a 
voltage of 0.83 pu DWWKHLQYHUWHU¶VWHUPLQDOV7RVLPSOLI\WKHPRGHOWKHLQYHUWHURXWSXWV]HURFXUUHQWEHIRUHWKHIDXOWLVDSSOLHG
This simplification does not influence this investigation as pre-fault current has no impact on sympathetic tripping.  The model is 
configured to continuously output the maximum fault current recorded over the duration of the fault in the laboratory test, even 
though the actual devLFH¶VFXUUHQW UHGXFHVZLWK WLPH.  This sustained response was chosen in order to evaluate the maximum 
potential impact the inverter could have on sympathetic tripping, in terms of fault current and system voltage support.   
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Fig. 5 Comparison between inverter's simulated and laboratory fault response 
 
3 Investigation of Sympathetic tripping using the developed model 
The sympathetic tripping problem has been evaluated, using the inverter model, on a model of an actual urban UK distribution 
system (data provided by a UK DNO), shown in Fig. 6.  The network topology and electrical parameters (including impedances, 
load data and protection settings) were provided by the DNO.  The network data are shown in Table 1 and Table 2 and the 
protection settings are given in the following section. 
 
Fig. 6 Simulation model for evaluating sympathetic tripping based on UK DNO 11 kV system 
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Table 1 Feeder 1 network data 
 
 
Table 2 Feeder 2 network data 
 
 
Faults were applied on feeder 1 at 17 different locations corresponding to each of the 11 kV spurs (numbered 10-26 on the 
diagram) connected to feeder 1.  On feeder 2, the loads and aggregated capacities of the inverters on each spur (1-9) were based 
upon the number of customers on each spur.  The maximum per-phase load current measured on feeder 2 was 160A (equating to 
just over 3MVA) and the minimum load was 40A (0.75MVA) in the year 2011.  The average load on feeder 2 over the course of 
2011 was 100A (1.9MVA); this load has been assumed to be distributed evenly across all customers on each LV spur.  To 
evaluate the sympathetic tripping problem, the number of customers with 3kW inverters installed on feeder 2 was varied.  The 
combined fault contribution of the inverters on each spur was modelled as a single three-phase inverter unit, e.g. 100 customers 
would equate to a three-phase inverter with a capacity of 300 kW, with the response based on the developed inverter model and 
scaled appropriately.  
From To R (: ) X (: ) Distance (m)
Feeder 1 10 0.2417 0.1276 1501.29
10 11 0.2395 0.1264 1487.49
11 12 0.1092 0.0448 246.80
12 13 0.0494 0.0203 253.35
13 14 0.0272 0.0143 168.78
14 15 0.0005 0.0003 1.56
15 16 0.2223 0.0682 284.42
16 17 0.0013 0.0007 3.52
17 18 0.0595 0.0290 28.99
18 19 0.1692 0.0498 206.19
19 20 0.0238 0.0063 15.85
20 21 0.0589 0.0311 310.09
21 22 0.0026 0.0014 16.37
22 23 0.0509 0.0253 53.84
23 24 0.0658 0.0422 438.31
24 25 0.0020 0.0012 6.82
25 26 0.0871 0.0559 513.37
From To R (: ) X (: ) Distance (m)
Feeder 2 Junction 1 0.5043 0.2662 3132.01
Junction 1 1 0.0018 0.0006 6.92
1 2 0.1723 0.0466 520.36
2 3 0.1484 0.0420 468.62
3 4 0.1699 0.0441 496.95
4 Junction 2 0.0252 0.0058 66.99
Junction 1 5 0.2260 0.0677 782.68
5 6 0.0041 0.0025 32.44
6 7 0.0612 0.0211 248.93
7 Junction 2 0.1365 0.0385 445.90
Junction 2 8 0.0199 0.0055 60.62
8 9 0.0725 0.0252 302.44
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3.1 Protection settings 
The protection settings for feeders 1 and 2, LQDFFRUGDQFHZLWKWKH'12¶Vprotection policy, are given in Table 3. 
Table 3 Feeder protection settings 
 
Feeder protection settings 
 
CB A CB B 
 
Primary pickup current (A) 
 
400 400 
 
Time Multiplier 
 
0.2 0.1 
 
3.2 3 kW inverter model 
The inverter model¶Vcontrol diagram is shown in Fig. 7.   
 
Fig. 7 Control diagram for inverter PRGHO¶Vfault response 
 
The inverter monitors its terminal voltage and outputs a corresponding Id and Iq setting value to the three phase current source as 
shown in Fig. 4.  During faults, the inverter control block performs a lookup function based on data recorded from the laboratory 
fault tests7KHYROWDJHPHDVXUHGDWWKHLQYHUWHUJULGSRLQWRIFRPPRQFRXSOLQJLQVLPXODWLRQLVXVHGWRGHWHUPLQHWKHLQYHUWHU¶V
current response based on the data shown in Fig. 4 DQGWKHLQYHUWHU¶VGLVFRQQHFWLRQWLPHEDVHGRQWKHGDWDVKRZQLQFig. 3.    
4 Simulation Results 
The network presented in section 3 was simulated to evaluate the risk of inverters sympathetically tripping for faults on an 
adjacent feeder.  The number of customers with inverters was varied from 25% to 100% in 5% increments and from this point 
forward, the percentage of customers with inverters will be referred to as the ³SHQHWUDWLRQOHYHO´.  The only condition when the 
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feeder relay operated faster than the inverter¶VSURWHFWLRQi.e. sympathetic tripping did not occur, was when 100% of customers 
had inverters installed.  At 100% penetration sympathetic tripping did not occur for faults at positions 10 and 26 but did occur for 
fault positions 11-25.  In this case, two factors contributed to the avoidance of sympathetic tripping: at fault position 10 the 
impedance (distance) between the fault and the relay is low meaning the fault current measured by the relay is high causing the 
relay to trip quickly enough to avoid sympathetic tripping occurring; at fault position 26 the voltage at the inverters (increases 
ZLWK GLVWDQFHLPSHGDQFH WR IDXOW LV KLJK HQRXJK VXFK WKDW WKH XQGHUYROWDJH SURWHFWLRQ GRHVQ¶W RSHUDWH DQd once again 
sympathetic tripping is avoided.  At positions 11-25 neither of these conditions are met so sympathetic tripping occurs.      
 
By changing the feeder protection settings, the risk of sympathetic tripping can be reduced.  Table 4 shows the protection 
operation times if the time multiplier (TM) on the protection relay on feeder 1 was changed from 0.2 to 0.1 for an inverter 
penetration level of 25%.  In the last two columns of Table 4 the transient fault voltage at the inverter and the operation time of 
inverter 4 are included.  Where the feeder protection operates before the inverter, the inverter operation time is listed DVµ-µ, as the 
inverter will not operate after the fault is cleared and the voltage restored.  The results from inverter 4 were chosen to be 
representative of all the inverters on the network due to its position in the middle of the network (shown in Fig. 6).  Note that in 
Table 4 and Table 5 the following symbols are used:D = inverter never operates (it would operate in 0.5s if the fault was 
sustained), DD = inverter never operates (it would operate in 2.5s if the fault was sustained), DDD = inverter never operates, 
U = inverter operates before relay.  
Table 4 Protection (feeder 1) and inverter responses, with reduced TM (=0.1) 
 
 
1 2 3 4 5 6 7 8 9 time (s) V (pu)
10 0.24 D D D D D D D D D - 0.36
11 0.26 D D D D D D D D D - 0.53
12 0.27 D D D D D D D D D - 0.59
13 0.27 D D D D D D D D D - 0.61
14 0.27 D D D D D D D D D - 0.62
15 0.27 D D D D D D D D D - 0.62
16 0.29 D D D D D D D D D - 0.70
17 0.29 D D D D D D D D D - 0.70
18 0.30 D D D D D D D D D - 0.72
19 0.31 D D D D D D D D D - 0.76
20 0.31 D D D D D D D D D - 0.76
21 0.32 D D D D D D D D D - 0.77
22 0.32 D D D D D D D D D - 0.77
23 0.32 D D D D D D D D D - 0.78
24 0.33 D D D D D D D D D - 0.79
25 0.33 D D D D D D D D D - 0.79
26 0.34 DD DD DD DD DD DD DD DD DD - 0.80
Fault 
location
 Feeder protection 
time (s)
Inverter response Inverter 4 response
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It can be observed that in this instance the feeder protection, with a modified setting, operates before the inverter protection at all 
fault locations.  In this case, a small change to the feeder protection settings has removed the risk of sympathetic tripping.  This is 
unlikely to be a viable solution in most protection schemes.  Changing the TM of one protection relay will change the grading 
margin between protection devices and could potentially lead to loss of coordination between the feeder protection and 
downstream (or upstream) devices.  
5 Impact of inverter response on risk of sympathetic tripping  
The inverter fault response also has an influence on the risk of sympathetic tripping.  To evaluate the impact of an inverter with 
increased fault current contribution the simulation was repeated with an idealised inverter model capable of providing 2 pu fault 
current.  It is assumed that the inverter supplied 2 pu current for all voltages levels less than 0.9 pu and that the active and 
reactive components of the fault current were 1.6 pu and 1.2 pu respectively (i.e. in this scenario the inverter generates reactive 
power to support the grid voltage). The relative magnitudes of real and reactive power will depend on the impedance to fault and 
WKH LQYHUWHU¶V FRQWUROOHU DFWLRQ.  It is also assumed that, unlike the previous inverter, this inverter complies with G83/2 with 
respect to tripping times at all undervoltage levels.  The feeder protection operating times (assuming 100% inverter penetration) 
are shown in Table 5.    As in Table 4 the parameters of inverter 4 during the fault are given in the last two columns in Table 5.   
 
Table 5 Protection (feeder 1) and inverter responses ± inverter with 2 pu fault current contribution 
 
 
1 2 3 4 5 6 7 8 9 time (s) V (pu)
10 0.46 D D D D D D D D D - 0.46
11 0.49 D D D D D D D D D - 0.66
12 0.51 U U U U U U U U U 0.50 0.72
13 0.52 U U U U U U U U U 0.50 0.75
14 0.53 U U U U U U U U U 0.50 0.76
15 0.53 U U U U U U U U U 0.50 0.76
16 0.56 DD DD DD DD DD DD DD DD DD - 0.85
17 0.56 DD DD DD DD DD DD DD DD DD - 0.85
18 0.57 DD DD DD DD DDD DD DD DDDDDD - 0.87
19 0.59 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.91
20 0.59 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.91
21 0.60 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.92
22 0.60 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.92
23 0.61 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.93
24 0.62 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.95
25 0.63 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.95
26 0.64 DDDDDDDDDDDDDDDDDDDDDDDDDDD - 0.96
Inverter 4 responseFault 
location
 Feeder protection 
time (s)
Inverter response
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In this case, the higher fault rating of the inverter means the inverter is better able to support its terminal voltage. Consequently, 
there are fewer fault locations that result in the inverter sympathetically tripping before the adjacent faulted feeder¶V protection.  
At the HOHFWULFDOO\ ³FORVHVW´ faults i.e. fault locations 10 and 11, the fault current is high enough to trip the feeder protection 
before the inverters on the non-faulted feeder disconnect $W µGLVWDQW¶ IDXOWV LH IDXOW ORFDWLRQV6-18, the undervoltage at the 
various inverters¶ terminals is between 0.8 pu and 0.87 pu so the inverter would disconnect according to the upper G83/2 setting 
of 2.5 s (long after the feeder protection operates, so sympathetic tripping will not occur).  At the fault locations furthest along 
feeder 1 i.e. 19-26, the voltage at the terminals of the inverters remains above 0.87 pu, so the inverter will remain connected 
regardless of the fault duration.  For fault locations 12-15 the voltage at the inverterV¶ terminals is below 0.8 pu so the inverterV¶
undervoltage protection operate within 0.5s and before the feeder protection, i.e. a manifestation of the sympathetic tripping 
problem.  In summary, increasing inverter fault current capacity will reduce the risk of sympathetic tripping as shown in Table 5.  
This could be achieved by increasing the number of inverters (although this is not practicable, and the sympathetic tripping 
would still occur at lower penetrations) or by modifying the inverter control algorithm.  In the latter case the limiting factors in 
increasing the inverters fault current contribution would be the availability of the primary energy source supplying the inverter 
(in an urban network this is likely to be solar radiation) and the rating of the inverter itself.   
6 Analysis 
For the network considered in this study, the results indicate that sympathetic tripping can occur at many inverter-interfaced DG 
locations, for a wide range of fault locations on the faulted feeder.  It has also been established that changes to protection settings 
and inverter behaviour (which is likely to differ between manufacturers) has a large influence on the likelihood of sympathetic 
tripping occurring.  This makes it difficult to predict the risk of sympathetic tripping without running a detailed simulation of a 
specific network with specific network protection settings.  Due to the difficulty in predicting the occurrence of sympathetic 
tripping, a solution independent of the settings of the individual network protection scheme or the inverter penetration (or fault 
responses) is desirable, and candidate solutions will now be described.  
7 Solutions to the sympathetic tripping problem 
The instances of sympathetic tripping could potentially be reduced significantly through use of instantaneous feeder protection, 
but perhaps at the expense of greater numbers of customers being disconnected and loss of ability to provide time-graded 
protection.  However, for areas of the feeder that are not protected by instantaneous protection, e.g. at the ³GRZQVWUHDPendV´ of 
feeders and for instances when backup protection operates, sympathetic tripping could remain an insurmountable issue.  
Furthermore, instantaneous protection is only applicable on long feeders where the fault level reduces significantly between 
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protection locations, so many feeders do not have instantaneous protection applied.  In the short term, there are incremental 
solutions that can be used to reduce the occurrence of sympathetic tripping.  These solutions include changing protection 
settings, changing the employed overcurrent protection characteristic curves and changing the relevant standards for DG 
interface protection, but of course one must remain mindful of the possibility of negative consequences arising from these 
actions.   
7.1 Solution option 1: modified protection settings or use of communicating protection 
As has already been shown in section 4, changing the settings of the feeder protection can reduce the risk of sympathetic 
tripping.  However, as has already been discussed, changing the settings of one relay within a protection scheme will most likely 
lead to loss of coordination between protection devices [22].  The entire protection scheme would need to be updated to 
accommodate the addition of inverter-interfaced DG and this could lead to unacceptable fault clearance times [23]. Furthermore, 
the intermittent nature of DG might mean that the network protection system would not operate correctly for all operational 
scenarios.  
An alternative solution could be to change the nature of the overcurrent protection relayV¶ characteristic curves, which is readily 
achievable with modern numerical relays, where standard (SI), very (VI) and extremely (EI) inverse characteristics may be 
selected.  Changing the protection characteristic can modify the speed of operation of the protection relay for a given fault 
current and act to reduce the risk of sympathetic tripping of DGs connected to the network. To evaluate the impact of the relay 
characteristic on sympathetic tripping the simulation was repeated with a penetration level of 25% and the protection relay 
characteristic changed from SI to EI. The response (in terms of the inverter protection operation) was the same as in Table 4, but 
the network protection operated faster for all fault locations.  However, this solution may also result in grading problems 
between protection devices, so may not be viable in all cases. 
Finally, communicating protection (e.g. current differential, or schemes employing blocking or accelerating signalling) could 
provide a solution, but this would be complex, costly, perhaps compromise reliability and such solutions are not deemed to be 
economically justifiable in many cases.  
7.1 Solution option 2: modified G83/2 settings  
An alternative solution to modifying protection response or type would be to alter the G83/2 policy.  If G83/2 were updated so 
that the undervoltage time settings were delayed by 0.5s i.e. for voltages less than 80% the inverter would be controlled to 
disconnect after 1s and for voltages between 80 and 87% the inverter would be controlled to disconnect after 3s, then the risk of 
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sympathetic tripping could be reduced.  The impact of relaxing the G83/2 time delay settings in increments of 0.1s is shown in 
Fig. 8.   
 
Fig. 8 Impact of changing G83/2 settings on sympathetic tripping 
 
The results shown in Fig. 8 are for an inverter penetration level of 100% and the times correspond to the behaviour of inverter 5.  
Due to the small line impedance between the inverters they effectively operate at the same time.  Inverter 5 was chosen 
arbitrarily as a representation of the typical operation time of most inverters. It can be seen that if both the lower and upper 
settings are increased by 0.1 s, then sympathetic tripping is avoided for fault positions 19-26.  If the setting is increased by 0.2 s, 
then sympathetic tripping is avoided at all fault positions. However, relaxing undervoltage settings may have negative physical 
impact on the DG and/or inverter performance. +RZHYHULQFUHDVLQJWKH³ULGHWKURXJK´FDSDELOLWLHVRI'*DQGUHIOHFWLQJWKLVLQ
standards, may be the preferred solution in the longer term.  
8 Conclusions 
This paper has quantified the risk of sympathetic tripping under a variety of scenarios and investigated the impact of network 
protection settings and inverter fault behaviour on this risk, evaluating the effectiveness of changing protection settings, 
protection relay characteristic curves and undervoltage settings as specified in G83/2 to reduce the risk of sympathetic tripping 
occurring.  The results suggest that the only short term solution that does not lead to loss of protection coordination or require the 
inverter fault response to be modified is to change the settings stipulated in G83/2.  The undervoltage protection settings of 
G83/2 exist so that during a sustained undervoltage, inverters do not continue to supply loads at a voltage outside normal 
0.30
0.40
0.50
0.60
0.70
0.80
0.90
1.00
10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26
P
ro
te
ct
io
n
 o
p
e
ra
ti
o
n
 t
im
e
 (
s)
Fault position
Relay
Standard G83/2
G83/2 + 0.1s
G83/2 + 0.2
G83/2 + 0.3
G83/2 + 0.4
 15 
 
operating conditions.  The impact on generators and loads needs to be considered extensively before any changes are made to 
undervoltage protection settings and this investigation should be conducted as future work. 
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